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GCP RACK I- WAG0 ROW A 

L / 
RESER ED FOR 

EXTERNAL RELAY 
CIRCUITS 

NOTE: 

1. WAG0 TERMINATION DETAILS ARE SHOWN FOR 
TROUBLESHOOTING REFERENCE ONLY. CIRCUITS 
SHOULD BE WIRED FROM THE APPROPRIATE 
CIRCUIT PLANS 

2. NOMENCLATURE IN PARENTHESES INDICATE THE 
WIRE DESTINATION 



GCP RACK I- ROW B 
DC POWER BUSSES 8 SIGNAL APPLICATION CIRCUITS 

B12L BUSS N12L BUSS TO SURGE PANEL TO SURGE PANEL 
(LIGHTING) (LIGHTING) (FLASHER 1) (FLASHER 2) 

814 BUSS TO GATE TO GATE 
812 BUSS N12 BUSS 

N14 BUSS 6 
(LIGHTING) (LIGHTING) f (NO. 1) (NO. 2) 

AA/ \/ ‘\o- 

1. WAG0 TERMINATION DETAILS ARE SHOWN FOR 
TROUBLESHOOTING REFERENCE ONLY. CIRCUITS 
SHOULD BE WIRED FROM THE APPROPRIATE 
CIRCUIT PLANS 

2. NOMENCLATURE IN PARENTHESES INDICATE THE 
WIRE DESTINATION 
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POWER RACK I- ROW A 
DC POWER BUSSES 

B12L BUSS N12L BUSS 
(LIGHTING) (LIGHTING) 
814 BUSS N14 BUSS 

812 BUSS N12 BUSS (GATES) (GATES) 

NOTE: 

1. WAG0 TERMINATION DETAILS ARE SHOWN FOR 
TROUBLESHOOTING REFERENCE ONLY. CIRCUITS 
SHOULD BE WIRED FROM THE APPROPRIATE 
CIRCUIT PLANS 

2. NOMENCLATURE IN PARENTHESES INDICATE THE 
WIRE DESTINATION 
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GCP RACK #I 
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SAFETRAN 
GCP 3000ND2 
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DC POWER RACK #3 
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(LIGHTING) 
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AC CABLE INLET 
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I ; w SLIRGERACK 

VENT 1 , 
FAN , I 

LIGHT SWlTCH 
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